DEFINITIONS
LIKELIHOOD
(L):
The possibility of an event occurring





5 = Probable





4 = Occasional





3 = Remote





2 = Improbable





1 = Incredible

CONSEQUENCE
(C):
The outcome of the event





5 = Multi-Fatality





4 = Fatality





3 = Major Injury (probably life threatening)





2 = Minor Injury (unlikely to be life threatening)





1 = Accident (not life threatening)

RISK


(R):
The combination of the likelihood that a hazard will





result in an accident and the degree of severity of the 





consequence





i.e., Risk = Likelihood x Consequence





Rated on a scale of 1 to 25





Where 1 is very low





and 25 is very high

METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Falling Objects



	DEGREE OF RISK:


	L
	C
	R

	
	3
	4


	12

	CORRECTIVE ACTION 

REQUIRED:

	-
	Appropriate PPE to be used eg Hard hats, protective boots must be worn at all times.



	-
	Due care and attention.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)
	1
	4
	4




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Tripping



	DEGREE OF RISK:


	L
	C
	R

	
	2
	2


	4

	CORRECTIVE ACTION 

REQUIRED:

	-
	Due care and attention.



	-
	All extension leads or trailing leads to be carefully run to avoid the risk of “tripping over the lead”.

	-
	Work area to be kept clear of debris.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	2
	2




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Slipping



	DEGREE OF RISK:


	L
	C
	R

	
	4
	2


	8

	CORRECTIVE ACTION 

REQUIRED:

	-
	Due care and attention.



	-
	All containers for liquids to be securely sealed.



	-


	Any spillages to be dealt with accordingly.

	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	2
	8




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Working in Poor Visibility



	DEGREE OF RISK:


	L
	C
	R

	
	2
	4


	8

	CORRECTIVE ACTION 

REQUIRED:

	-
	Task lighting to be provided for all activities.



	-


	Due care and attention.

	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	4
	4




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Astbestos Dust



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	If asbestos is discovered then work in the affected area must cease immediately and the Contract Administrator informed without delay.



	-
	No drilling or fixing of materials in areas where asbestos is suspected.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	5
	5




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Working at Height

	HAZARD:
	Falling



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	Footing of ladders and correct use in accordance with manufacturers recommendations and current codes of practice.



	-
	Correct use of steps and correct use in accordance with manufacturers recommendations and current codes of practice.



	-
	Observe any recommended wind speed limits quoted by manufacturers, especially for platforms.  These limits should never be exceeded.

	-
	All personnel involved in mobile tower erection or hydraulic lifting platforms are to be suitably trained and hold the appropriate certification.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	5
	5




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	240v Electric Shock



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	Isolation of all supplies before any work to be carried out.

	-
	Work to LV equipment to be carried out, only, by authorised and suitably qualified and trained personnel.

	-
	Any power tools to be transformed down to 110v.

	-
	No 240v leads to be allowed on site other than within locked electrical intake rooms.

	-
	No 240v hand held power tools to be allowed on site.

	-
	All 110v leads from transformer to power tools shall be tied at high level so as not to form trips.

	-
	Battery drills to be used where practicable.



	
	

	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	5
	5




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Installing Cables and/or Containment

	HAZARD:
	Falling Objects



	DEGREE OF RISK:


	L
	C
	R

	
	3
	3


	9

	CORRECTIVE ACTION 

REQUIRED:

	-
	Operatives shall not work below the ladders.



	-
	Hard hats must be worn at all times.



	-
	Due care and attention by operatives.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	3
	3




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Interference from General Public



	DEGREE OF RISK:


	L
	C
	R

	
	3
	4


	12

	CORRECTIVE ACTION 

REQUIRED:

	-
	Ensure work area is suitably cordoned-off and secure.



	-
	Appropriate signage to be displayed.



	-
	Do not leave power tools/equipment/materials unattended.

	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	4
	8




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Drilling & Fixing to Cement/Concrete

	HAZARD:
	Damage to Eyes from Flying Objects/Dust



	DEGREE OF RISK:


	L
	C
	R

	
	3
	3


	9

	CORRECTIVE ACTION 

REQUIRED:

	-
	Use correct eye protection, i.e., safety glasses/goggles.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	3
	3




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Core Drilling through Concrete Floors

	HAZARD:
	Damage to Ears and/or Eyes



	DEGREE OF RISK:


	L
	C
	R

	
	3
	3


	9

	CORRECTIVE ACTION 

REQUIRED:

	-
	Use correct ear protection, i.e., earplugs, ear defenders.



	-
	Use correct eye protection, i.e., safety glasses/goggles.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	3
	3




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Core Drilling through Concrete Floors

	HAZARD:
	Concrete Particles/Objects Falling onto Floor Below



	DEGREE OF RISK:


	L
	C
	R

	
	5
	2


	10

	CORRECTIVE ACTION 

REQUIRED:

	-
	Second operative to be sited on floor below core drilling activity to ensure breakthrough point clear of any personnel.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	2
	4




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Cutting & Bending Conduits

	HAZARD:
	Knocking or Tripping Passer-by’s’



	DEGREE OF RISK:


	L
	C
	R

	
	3
	2


	6

	CORRECTIVE ACTION 

REQUIRED:

	-
	Carry out any cutting and bending of conduits in an area away from main access or circulation routes.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	2
	4




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Fire Risk due to Blocked Escape Routes



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	When cordoning off work area, avoid blocking escape routes where possible, by keeping work area size to a minimum.



	-
	Where only one escape route from an area is available, no works other than simple fixing of materials will take place.  In the event of an emergency this area can be vacated of steps and portable hand tools within a few seconds, thereby not delaying egress through the escape route.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	5
	5




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Drilling and Fixing to Cement/Concrete

	HAZARD:
	Inhalation of Dust



	DEGREE OF RISK:


	L
	C
	R

	
	4
	3


	12

	CORRECTIVE ACTION 

REQUIRED:

	-
	Correct use of appropriate P2 face dust mask, approved to EN149:2001.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	3
	6




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Weirs Disease from Waste Materials, eg, Rats Urine



	DEGREE OF RISK:


	L
	C
	R

	
	4
	3


	12

	CORRECTIVE ACTION 

REQUIRED:

	-
	Due care and attention.



	-
	Wear barrier cream on hands prior to work commencing.



	-
	Ensure hands are washed thoroughly (using welfare facilities provided) at end of each shift, including meal breaks.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	3
	6




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Needle Prick/Sharps



	DEGREE OF RISK:


	L
	C
	R

	
	3
	3


	9

	CORRECTIVE ACTION 

REQUIRED:

	-
	Due care and attention.



	-
	Visible inspection of work area prior to any work commencing.



	-
	Wear protective gloves and boots in any suspected area.



	-
	If incident does occur then cease work in immediate area and report to the Supervisor who will then contact the Contract Administrator for further advice.  Seek medical advice.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	3
	6




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Collision with road vehicles



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	Cordon off around work site using suitable barriers and appropriate signage.



	-
	Due care and attention.



	-
	Wear high visability jackets/vests.



	
	

	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	5
	10




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Activity involving C.O.S.H.H.

	HAZARD:
	Contact with hazardous substances



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	Carry out specific risk assessments if hazardous materials are to be used. 



	-
	Avoid use of hazardous substances.



	-
	No drilling or fixing of materials in areas where asbestos is suspected. Consult asbestos register prior to work on site.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	1
	5
	5




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	Working on fire alarm system

	HAZARD:
	System not warning of fire condition due to isolated/disconnected detectors



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	Only specific areas being worked on to be isolated or disconnected.



	-
	Fire alarm system to be kept operational in other areas including over night.



	-
	Means of manually raising the alarm in areas with no fire system to be agreed during site induction.



	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	5
	10




METHOD STATEMENT & RISK ASSESSMENT
	ACTIVITY/TASK:


	General Installation, Commissioning or Maintenance

	HAZARD:
	Collision with site traffic or mobile plant



	DEGREE OF RISK:


	L
	C
	R

	
	3
	5


	15

	CORRECTIVE ACTION 

REQUIRED:

	-
	Due care and attention.



	-
	Wear high visability jackets/vests

	
	

	
	

	DEGREE OF RISK:
	L
	C
	R



	(After corrective action taken)


	2
	5
	10




	
	Definitions:
	
	
	
	

	L
	5: Probable
	4: Occasional
	3: Remote
	2: Improbable
	1:Incredible

	C
	5: Multi-fatality
	4: Fatality
	3: Major Injury
	2: Minor Injury
	1: Accident

	R
	= L x C
	
	
	
	

	
	Signed……………………………………………..
	Date…………………….



